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Home Builders Guide

Purpose:

This Guide will assist and promote consistency toward the application of
building codes as referenced in the 2006 International Residential Code and
Local Amendments.

This guide was designed to better prepare projects for inspections.

This will enhance the timely completion of your project, eliminate confusion
and make the process an enjoyable experience.

Scope:

This guide is intended for wood frame structures. The information in this
guide is not all inclusive. It does not include all code or individual plan
requirements. This guide does not waive any specific code requirement nor
does it take precedence over any specific requirement of an engineered
design.

The information in this guide is intended to be used for single family
homes in Southern Nevada and is subject to Local Amendments.

DESIGN CRITERIA FOR SOUTHERN NEVADA
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Alphabet Soup

Building codes can be overwhelming and confusing. In order to understand the codes
better here are some of the common abbreviations with their meanings.

UAC Uniform Administrative Code
ICC International Code Council. This organization is the author of the international
series of codes.
IBC International Building Code. This code is used for commercial and residential
projects of more than two dwellings.
IRC International Residential Code. This code is used for one and two family dwellings.
UMC Uniform Mechanical Code.
UPC Uniform Plumbing Code.
NEC National Electrical Code.
IECC International Energy Conservation Code.
HVAC Heating, Ventilation and Air Conditioning.
RFI Request for information.
PSI Pounds per square inch.
PVC Polyvinyl Chloride. Plastic pipe.
ABS Acrylonitrile Butadiene Styrene. Plastic pipe.
CPVC Chlorinated Polyvinyl Chloride. Plastic pipe.
PEX Cross-linked Polyethylene. Plastic pipe.
PB Polybutylene. Plastic pipe.
WC Water Closet. Also known as a Toilet.
WH Water Heater.
DWV Drain, Waste and Vent. The complete drainage system.
TPV Temperature and Pressure Relief Valve. Safety release device found on water
heaters.
IAPMO International association of Plumbing & Mechanical Officials.
ANSI Approved American National Standard.
NFPA National Fire Protection Association, Inc. The authors of the National Electrical
Code.
UFER A Concrete encased grounding electrode named after its creator.
NM Non metallic. Commonly used throughout the NEC referencing boxes, conduit,
raceways and cable assemblies.
SW Shear Wall.
DF Douglas Fir. A species of lumber.
HF Hemlock Fir. A species of lumber.
SPF Spruce-Pine-Fir. A species of lumber.
SS Structural Select. A grade of lumber.
OC On center.
ICF Insulating Concrete Form. A concrete form system using ridged foam.
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Exterior Wall Location
Table 302.1

Construction, projections, openings and penetrations of exterior walls of
dwellings and accessory buildings shall comply with Table R302.1. These
provisions shall not apply to walls, projections, openings or penetrations in
walls that are perpendicular to the line used to determine the fire separation
distance. Projections beyond the exterior wall shall not extend more than 12
inches (305 mm) into the areas where openings are prohibited.

Exceptions:
1. Detached tool sheds and storage sheds, playhouses and similar
structures exempted from permits are not required to provide wall
protection based on location on the lot. Projections beyond the
exterior wall shall not extend over the lot line.
2. Detached garages accessory to a dwelling located within 2 feet
(610 mm) of a lot line are permitted to have roof eave projections not
exceeding 4 inches (102 mm).
3. Foundation vents installed in compliance with this code are
permitted.
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Basic Requirements for
Basement Windows and Window Wells
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Wall Framing and Shear Inspection

FIGURE R602.10.5
TYPICAL EXTERIOR CORNER FRAMING FOR CONTINUOUS STRUCTURAL

PANEL SHEATHING; SHOWING REQUIRED STUD-TO-STUD NAILING
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